Norton equivalent circuit is a commonly used model in estimating harmonic current emissions of harmonic sources. It however cannot reflect the mutual coupling relationships among voltage and current in different harmonic orders. This paper proposes a new method to identify parameters in a coupled harmonic admittance model. The proposed method is conducted using voltage and current measurements and is based on least square estimation technique. The effectiveness of the method is verified through time-domain simulations for a grid-connected converter and also through field data obtained from a ±800 kV converter station. The experimental results showed that the proposed method presents higher accuracy in terms of harmonic current emission estimation compared with three Norton-base methods.
Introduction
In recent years, with the increasing penetration of distributed energy and nonlinear loads, harmonics have attracted much attention of both grid operators and power users. Modeling of harmonic sources is essential in estimating the harmonic current contribution as a function of the background harmonic voltage. Authors in Reference [1] summarized the progress in harmonic analysis in both time and frequency domains. Among the state-of-the-art harmonic modeling methods, Norton model is a commonly-used equivalent circuit of harmonic sources [2] [3] [4] [5] [6] [7] . Authors in References [8, 9] built Norton's equivalent circuit for iron and steel plants and estimated their harmonic current contributions to the background grid. In Reference [10] , the authors considered the open-loop inverter of a double-stage PV system as a Norton equivalent. Paper [11] estimated the shares and locations of harmonic sources in radial distribution systems using the Norton model as representation of the customer side. A discrete time-domain closed-loop Norton's equivalent circuit is developed in Reference [12] for a micro-grid. Paper [13] analyzed Inverse Nyquist Stability Criterion for a grid-tied inverter system based on a Norton equivalent circuit of the inverter.
Parameters in Norton models can be derived in analytical forms based on circuit topology and control schemes associated with harmonic sources. In Reference [14] , the authors considered control-related parameters in building Norton model for a grid-tied inverter and justified the method through a case study on a 1.4 MW PV plant. Impedance-based Norton modelling is studied in Reference [15] for a VSC-HVDC (Voltage Source Converter High Voltage Direct Current) system and the impact of the different parameters on the system dynamics and stability is also analyzed.
The analytical derivation of Norton parameters cannot match the operational conditions due to aging of the system modules as well as time-varying characteristic of the system parameters.
Coupled Harmonic Admittance Identification
The coupled harmonic admittance model aims to estimate the harmonic current contribution as a function of the background harmonic voltages. The model builds relationships among current and voltage in all harmonic orders [28] , which can be described in the following equation.
The compact form in Equation (1) can also be rewritten as follows. 
. . . 
where U is the vector of fundamental and harmonic voltages, U * is the conjugate value of U and U h represents the harmonic voltage component in the harmonic order of h. Similarly, I is the vector of harmonic currents of different orders and I h represents the h-th harmonic current. H is the maximum harmonic order of interest. In the strict mathematical form, the highest order of current and voltage can be different. However, since the paper aims to estimate the admittance matrix based on measurement data, so the highest harmonic orders for voltage and current are considered the same. represent the coupled admittance between h-th harmonic voltage and n-th harmonic current.
It is clear that the model couples all harmonic voltages and current components, that is, each harmonic voltage has contributions to harmonic currents at all frequencies. Additionally, the coupled matrix indicates that the harmonic current is a function of both the voltage itself and its conjugate.
In order to estimate the unknown admittance Y + , Y − and current source I 0 , [26] derived a method based on matrix manipulation. However, it was found and also evidenced in our experiment that, this method is vulnerable to numerical difficulties since the manipulated matrix is ill-conditioned for most of the data. To conquer this problem, a method based on Least Square Estimation (LSE) is proposed in this paper.
Also, it should be noticed that Norton model is actually a simplification of the coupled admittance model. By removing the conjugate counterpart of the voltage, as well as the admittance between different frequencies, the Norton model can be described as below.
For comparison, three Norton-based identification methods are conducted in the experiments. Details of the methods are included in Section 3.
Based on Equation (2), the h-th harmonic current I h and the h-th harmonic voltage U h are first divided into their real and imaginary parts, as indicated in Equation (4) . Note that i h and i h are the real and imaginary part of I h , respectively. The same rule applies to
By separating the real and imaginary part of each element, Equation (2) can be represented in the following forms.
As indicated in the above equation, let a n,h = y + n,h + y − n,h . The same rule also applies to b n,h , c n,h and d n,h .
After obtaining M measurements of voltage and current harmonic components, Equation (7) can be obtained, according to Equation (5) .
Note that Equation (7) is in the form of A = XB. To solve this linear equation, LSE can be used to obtain the estimations of unknown parameters in Equation (5) .
LSE is able to produce estimation values of a n,h , b n,h , c n,h , d n,h and current sources i 0 h and i 0 h . Using estimation values of a n,h , b n,h , c n,h and d n,h , Equation (9) can be calculated to obtain the real and imaginary parts of the two harmonic admittance matrix.
Similarly, LSE can also be used to derive the admittance and current source in Equation (6) . Therefore, Y + , Y − and I 0 can be derive. After identification of harmonic admittance matrix and current sources, estimation of harmonic current can then be obtained given the grid voltage with or without distortion.
As indicated in Reference [28] , the elements of coupled admittance matrix are sensitive to the changes of parameters such as firing angle of a converter. To describe the time-varying characteristic of related parameters, a recursive method is constructed to obtain the changing values of elements in the coupled matrix.
The time series of measurement are divided into M groups in chronological order. For each group of measurements, the two admittance matrix together with current source are constructed using the identification method mentioned above. Here, let . Y M be the unified notation for two admittance matrix and one current source estimated using measurements of the M-th group. Then, the final estimations for each group can be built in the following recursive form.
where ε is a forgetting factor ranging from 0 to 1. Smaller value of this factor is more suitable for situations with parameters of less variations. Using Equation (10), the effect of the past measurements is fading gradually and the most recent measurement contributes most to the estimation, thus achieving accuracy of the harmonic current estimation.
Case Studies

Norton-Based Methods for Comparison
Norton model, as indicated in Equation (3), is used to compare with the proposed method. The identification of parameters in Norton is carried out using three methods. One of them is traditional two-point method [34] , which calculates the admittance as the ratio of derivation of current to the deviation of voltage between two measurements. Another is based on matrix manipulation as described in Reference [26] . In the third method, the real and imaginary parts of the Norton model are separated first. LSE is carried out for the real part to estimate the admittance, then the current source is obtained through combination with the equation for imaginary part [17] . The three methods are named as Norton-two points, manipulation and LSE respectively and are conducted in the following experiments.
Experimental Results by Matlab/Simulink Simulation
To verify the accuracy of the proposed coupled harmonic admittance identification method, a time-domain simulation for a single-phase bridge converter is conducted using Matlab/Simulink platform. Figure 1 shows the schematic circuit and Figure 2 shows the circuit topology in simulations. 
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Experimental Results by Matlab/Simulink Simulation
To verify the accuracy of the proposed coupled harmonic admittance identification method, a time-domain simulation for a single-phase bridge converter is conducted using Matlab/Simulink platform. Figure 1 shows the schematic circuit and Figure 2 shows the circuit topology in simulations. According to the theoretical analysis [28] , the elements of the coupled admittance matrix are related with fundamental voltage phase and parameters of the converter such as firing angle but independent of harmonic voltages at ac side. Therefore, in the simulations, the parameters involved in the matrix are made fixed, as shown in Table 1 , while the harmonic voltage components vary in order to obtain enough samples for estimation. Table 2 , 60 simulations are carried out. The harmonic voltage and current components are extracted from the steady state of those simulations using Fast Fourier Transform (FFT) and treated as measurements. The first 50 simulations are used for training and the last 10 for testing. Both 3rd and 5th harmonic components are included in the voltage at ac side and their magnitudes and phases are kept changing. Figure 3 shows the comparisons between harmonic voltages and currents in the ac side for one simulation. The resistance R is set as one and the reactance is set low, making the values of harmonic voltages and currents quite close. It can be found that although there are no voltage components in orders higher than three, 5th and higher harmonic currents still exist. This clearly evidenced the mutual coupling between harmonic voltage and current in different orders. According to the theoretical analysis [28] , the elements of the coupled admittance matrix are related with fundamental voltage phase and parameters of the converter such as firing angle but independent of harmonic voltages at ac side. Therefore, in the simulations, the parameters involved in the matrix are made fixed, as shown in Table 1 , while the harmonic voltage components vary in order to obtain enough samples for estimation. As indicated in Table 2 , 60 simulations are carried out. The harmonic voltage and current components are extracted from the steady state of those simulations using Fast Fourier Transform (FFT) and treated as measurements. The first 50 simulations are used for training and the last 10 for testing. Both 3rd and 5th harmonic components are included in the voltage at ac side and their magnitudes and phases are kept changing. Figure 3 shows the comparisons between harmonic voltages and currents in the ac side for one simulation. The resistance R is set as one and the reactance is set low, making the values of harmonic voltages and currents quite close. It can be found that although there are no voltage components in orders higher than three, 5th and higher harmonic currents still exist. This clearly evidenced the mutual coupling between harmonic voltage and current in different orders. The admittance and current source are estimated using the voltage and current measurements from the first 50 simulations. The admittance and current source are estimated using the voltage and current measurements from the first 50 simulations. Figure 4 shows the values of elements in the two admittance matrix, that is, Y + and Y − . It can be seen that as to Y + , 3rd harmonic voltage contributes most to the 3rd harmonic current, while the same phenomenon happens for 5th harmonics. However, as to Y − , fundamental voltage contributes most the 3rd harmonic current. Further, the contributions of Y + U, Y − U * and I 0 are presented in Figure 5 . Even though the part of Y − U * is commonly omitted in the state-of-the-art methods, Figure 5b clearly shows that the contribution of Y − U * cannot be ignored.
Using the admittance and current source estimated from the first 50 simulations, the harmonic currents are predicted for the final 10 simulations and compared with the measurements. Figure 6 illustrates the comparisons of predicted 3rd and 5th harmonic currents by proposed method and also by three Norton-based ones. The method of Norton-two points showed biggest deviations from the actual measurements. Among the predictions made by the four methods, the one by the proposed method are well consistent with the measurements. The admittance and current source are estimated using the voltage and current measurements from the first 50 simulations. Using the admittance and current source estimated from the first 50 simulations, the harmonic currents are predicted for the final 10 simulations and compared with the measurements. Figure 6 illustrates the comparisons of predicted 3rd and 5th harmonic currents by proposed method and also by three Norton-based ones. The method of Norton-two points showed biggest deviations from the actual measurements. Among the predictions made by the four methods, the one by the proposed method are well consistent with the measurements. 
Tables 3 and 4 present the prediction errors of four methods for 3rd and 5th harmonic orders with regard to RMSE and MAE. It can be seen that the two-point method gave the worst performance, the method of Norton LSE and manipulation gave better performance than the two-point method. The proposed method shows highest prediction accuracy compared with three Norton based methods. To quantify the performance of proposed method and Norton-based methods, RMSE (Root Mean Square Error) and MAE (Mean Absolute Error) are calculated. RMSE and MAE measure the accuracy of the predictions. The lower their values, the more accurate the predictions. Let m i be the i-th measurement and p i be the i-th prediction, i = 1, 2, . . . N. RMSE and MAE can be calculated as follows.
Tables 3 and 4 present the prediction errors of four methods for 3rd and 5th harmonic orders with regard to RMSE and MAE. It can be seen that the two-point method gave the worst performance, the method of Norton LSE and manipulation gave better performance than the two-point method. The proposed method shows highest prediction accuracy compared with three Norton based methods. In order to verity the proposed recursive method, an additional simulation is designed, which changes all parameters related or unrelated with the elements of admittance matrix. Forty simulations are conducted. The experimental parameters in the aforementioned testing are used in the first 10 simulations. Table 5 In order to verity the proposed recursive method, an additional simulation is designed, which changes all parameters related or unrelated with the elements of admittance matrix. Forty simulations are conducted. The experimental parameters in the aforementioned testing are used in the first 10 simulations. Table 5 In generating harmonic predictions, the measurements of 40 simulations are divided into five groups, with each group containing eight measurements. The forgetting factor is set as 0.2. Figure 7 shows the variations of predicted harmonic currents using recursive identification method. Dashed lines represent the time stamps with parameters changing. The 3rd harmonic current estimations by the recursive method show deviations from measurement to some degree, especially at the time of admittance-related parameters changing. However, the deviations are narrowed gradually along with time. Also, after applying other values of forgetting factor, similar results with Figure 7 are obtained. Considering the overall pattern between results of recursive identification and measurements, the current predictions made by recursive method are quite consistent with the measurements. In generating harmonic predictions, the measurements of 40 simulations are divided into five groups, with each group containing eight measurements. The forgetting factor is set as 0.2. Figure 7 shows the variations of predicted harmonic currents using recursive identification method. Dashed lines represent the time stamps with parameters changing. The 3rd harmonic current estimations by the recursive method show deviations from measurement to some degree, especially at the time of admittance-related parameters changing. However, the deviations are narrowed gradually along with time. Also, after applying other values of forgetting factor, similar results with Figure 7 are obtained. Considering the overall pattern between results of recursive identification and measurements, the current predictions made by recursive method are quite consistent with the measurements.
Experimental Results for Field Data
To verify the accuracy of the proposed method, the measurements obtained from a converter station is used [35] . The converter station connected with a ±800 kV UHVDC (Ultra High Voltage Direct Current) power transmission line and is constructed by four 12-pulse valves.
Measurements are available for three locations in the converter station-converter transformer, filter branch and AC network sides respectively. A number of waveform recordings with duration of six to ten seconds and with sampling rate of 10 kHz are used to verify the effectiveness of the proposed method. The measurements are made using on-site monitoring terminals and be obtained through a power quality monitoring system [24] . Figure 8 shows the comparisons between the harmonic current of two monitoring sites, located in converter transformer and AC network side separately. For both monitoring points, 5th, 11th, 13th, 23th and 25th harmonic current contents, together with high-frequency harmonics such as 35th, 38th and 39th, are significant compared with harmonic current in other orders. The 11th and 13th harmonic current on AC side is much lower than that on transformer side, due to the effect of filter branches. The 5th and 39th harmonic current emissions on AC side are even larger than that on transformer side, probably due to the accumulation effect made by several transformer branches. station is used [35] . The converter station connected with a ±800 kV UHVDC (Ultra High Voltage Direct Current) power transmission line and is constructed by four 12-pulse valves. Measurements are available for three locations in the converter station-converter transformer, filter branch and AC network sides respectively. A number of waveform recordings with duration of six to ten seconds and with sampling rate of 10 kHz are used to verify the effectiveness of the proposed method. The measurements are made using on-site monitoring terminals and be obtained through a power quality monitoring system [24] . Figure 8 shows the comparisons between the harmonic current of two monitoring sites, located in converter transformer and AC network side separately. For both monitoring points, 5th, 11th, 13th, 23th and 25th harmonic current contents, together with high-frequency harmonics such as 35th, 38th and 39th, are significant compared with harmonic current in other orders. The 11th and 13th harmonic current on AC side is much lower than that on transformer side, due to the effect of filter branches. The 5th and 39th harmonic current emissions on AC side are even larger than that on transformer side, probably due to the accumulation effect made by several transformer branches. The voltage and current waveform data of monitoring points located at converter transformer is extracted and its harmonic components are identified using FFT. The DC, fundamental and 2~50th harmonic components are all extracted. In the following figures, the results for Phase A is illustrated as an example.
To estimate the two coupled harmonic admittance matrix and one current source in (2), at least 100 measurements are required, given that the maximum harmonic order in consideration is set as 50. Each measurement should contain 1~50th harmonic voltage and current components. Here, the window width for FFT is chosen as one cycle. Therefore, the admittance is first identified using the harmonic components from the 100 cycles and then be used to estimate the harmonic current for the neighboring 50 cycles.
The admittance matrix, that is, Y + and Y − , are estimated and shown in Figure 9 . It shows that the admittance of 39th is relatively high, indicating that it has potential of harmonic resonance in this order. In addition, there is no obvious diagonal stripe in the figures, therefore, the background voltage in the same order does not contribute most to the harmonic current. The voltage and current waveform data of monitoring points located at converter transformer is extracted and its harmonic components are identified using FFT. The DC, fundamental and 2-50th harmonic components are all extracted. In the following figures, the results for Phase A is illustrated as an example.
To estimate the two coupled harmonic admittance matrix and one current source in Equation (2), at least 100 measurements are required, given that the maximum harmonic order in consideration is set as 50. Each measurement should contain 1~50th harmonic voltage and current components. Here, the window width for FFT is chosen as one cycle. Therefore, the admittance is first identified using the harmonic components from the 100 cycles and then be used to estimate the harmonic current for the neighboring 50 cycles.
The admittance matrix, that is, Y + and Y − , are estimated and shown in Figure 9 . It shows that the admittance of 39th is relatively high, indicating that it has potential of harmonic resonance in this order. In addition, there is no obvious diagonal stripe in the figures, therefore, the background voltage in the same order does not contribute most to the harmonic current. The admittance and harmonic source calculated using the proposed method are used to estimate the harmonic currents. Estimations from three Norton-based methods are used for comparison. To quantify their performance, THDi (Total Harmonic Distortion for Current) is calculated, using the following equation [36] . 
where f I represents fundamental current RMS (Root Mean Square) value and h I is RMS of hth harmonic current, the highest harmonic order in consideration is 50. Figure 10 shows comparisons between different methods. It can be seen that THDi produced by method of Norton-two points and manipulation is approximately 1% higher than the actual ones. Norton-LSE method and the proposed method both gave better performance. In detail, Norton-LSE method gave relatively invariant estimations for the whole time period, while the THDi produced by the proposed method shows a similar pattern to the actual ones. Figures 11 and 12 present the comparisons of estimated 5th and 25th harmonic current by the proposed method and three Norton-based methods. The former one shows a highly consistent pattern with the measured currents, while the other methods present a worse performance, which either fluctuate around the average value or shows a different variation pattern. The admittance and harmonic source calculated using the proposed method are used to estimate the harmonic currents. Estimations from three Norton-based methods are used for comparison. To quantify their performance, THDi (Total Harmonic Distortion for Current) is calculated, using the following equation [36] .
where I f represents fundamental current RMS (Root Mean Square) value and I h is RMS of h-th harmonic current, the highest harmonic order in consideration is 50. Figure 10 shows comparisons between different methods. It can be seen that THDi produced by method of Norton-two points and manipulation is approximately 1% higher than the actual ones. Norton-LSE method and the proposed method both gave better performance. In detail, Norton-LSE method gave relatively invariant estimations for the whole time period, while the THDi produced by the proposed method shows a similar pattern to the actual ones. The admittance and harmonic source calculated using the proposed method are used to estimate the harmonic currents. Estimations from three Norton-based methods are used for comparison. To quantify their performance, THDi (Total Harmonic Distortion for Current) is calculated, using the following equation [36] . 
where f I represents fundamental current RMS (Root Mean Square) value and h I is RMS of hth harmonic current, the highest harmonic order in consideration is 50. Figure 10 shows comparisons between different methods. It can be seen that THDi produced by method of Norton-two points and manipulation is approximately 1% higher than the actual ones. Norton-LSE method and the proposed method both gave better performance. In detail, Norton-LSE method gave relatively invariant estimations for the whole time period, while the THDi produced by the proposed method shows a similar pattern to the actual ones. Figures 11 and 12 present the comparisons of estimated 5th and 25th harmonic current by the proposed method and three Norton-based methods. The former one shows a highly consistent pattern with the measured currents, while the other methods present a worse performance, which either fluctuate around the average value or shows a different variation pattern. Figures 11 and 12 present the comparisons of estimated 5th and 25th harmonic current by the proposed method and three Norton-based methods. The former one shows a highly consistent pattern with the measured currents, while the other methods present a worse performance, which either fluctuate around the average value or shows a different variation pattern. To quantify the performance of the four methods, RMSE and MAE are calculated for a number of waveform data measured on transformer side. Besides, Pearson's Correlation Coefficient is also calculated, which measures the correlation of two variables. The closer the value to one, the stronger correlation the two variables have, indicating higher accuracy.
Tables 6-8 present the estimation errors of the two methods for 3rd~25th odd harmonics with regard to RMSE, MAE and Pearson's Correlation Coefficient. It can be derived that for all three metrics, the proposed method shows highest estimation accuracy. Especially for Pearson's Correlation Coefficient, the proposed method presented values closer to 1, while the other three methods gave values near zero. This result clearly shows that the harmonic current estimations of the proposed method are quite consistent with the actual ones. To quantify the performance of the four methods, RMSE and MAE are calculated for a number of waveform data measured on transformer side. Besides, Pearson's Correlation Coefficient is also calculated, which measures the correlation of two variables. The closer the value to one, the stronger correlation the two variables have, indicating higher accuracy.
Tables 6-8 present the estimation errors of the two methods for 3rd-25th odd harmonics with regard to RMSE, MAE and Pearson's Correlation Coefficient. It can be derived that for all three metrics, the proposed method shows highest estimation accuracy. Especially for Pearson's Correlation Coefficient, the proposed method presented values closer to 1, while the other three methods gave values near zero. This result clearly shows that the harmonic current estimations of the proposed method are quite consistent with the actual ones.
Additionally, to compare the computational efficiency of the four methods, the computation time consumed by the four methods for the two case studies are compared, as in Table 9 . The computation time of the proposed method is approximately three times of that of the other three methods. 
Discussion
Through the case studies for a single-phase rectifier simulation as well as for field measurements from a UHV-DC converter, the results evidenced that, (1) The proposed method presented better estimation accuracy than the three Norton-based methods; (2) Omitting of conjugate component in the coupled admittance model, that is, Y − U * , will decrease the accuracy of harmonic current estimation to a great extent; (3) The harmonic current in each order is impacted by harmonic voltage in different orders.
Omitting the coupling relationships between harmonic voltage and current in different orders will decrease the estimation accuracy; (4) The computational complexity of the proposed method is higher than the three Norton-based methods.
Conclusions
To identify the parameters in a coupled harmonic admittance model, this paper proposed a method based on Least Square Estimation using measurements of voltage and current. Through simulations for a single-phase bridge converter as well as field measurements from a converter station connected with a ±800 kV 6400 MW UHVDC power transmission line, the accuracy of the proposed method was verified by comparing with three Norton-based identification methods.
In the future, aiming to estimate the impact of harmonics sources on the system voltage distortion, our research will focus on calculation of harmonic power flow based on the coupled harmonic admittance model. 
